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MILITARY SPECIFICATION

CORD, ELECTRICAL (SHORT LhY)

This specification is approved for use by all Departments and Agencies of

the Department of Defense.

1. SCOPE

1.1 Scope. Thl~ spec]flcatlon covers 2-, 3- , and 4-ccr!ductor, extra flexible

electrical cord in which all conductors under the same jacket are of the same
(WG wire size. The cord insulation is styrene butadiene rubber (SBR), and the

)acl:e? is SB~. These cords are suitabl~ at. lCIW temperature (-550 C)l and are

for use in applications where severe flexing 1s a major consideration (see
6.1).

1.2 Classification. Electrical cord type designations are as specified in
Table I. (See para 3.1.)

2. APPLICliBLE DOCUMENTS

2.1 Government documents.

2.1.1 Speclflcatlons, standards and handbooks. The followlng speclficatlons,

standards and handbooks form a part of this document to the extent specified
herein. Unless otherwise specified, the issues of these documents shall be
those listed in the Department of Defense Index o+ Specifications and
Standards (DODISS) and supplement thereto, cited in the solicitation (see 6.2).

;Beneficial comments (recommendations, additions, deletions) ●nd i

Iany pertinent data which may be of use in improving this document I
lshould be addressed to: Commander, US Army Communications- 1
IElectronics Command and Fort Monmouth, ATTN: lM’lSEL-ED-TO, Fort I
lMonmouth, New Jersey 0770Y-500C1 by using the Standardization I
IDocument Improvement Proposal (DD Form 1426) appearing at {
Ithe end of this document or by letter. I

NISC/NA FSC 6145

DISTRIBUTION STATEMENT A. Rpproved for public release; distribution 1s

unlimited.
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SPECIFICATIONS

FEDEFGL

C!Q-U-34: Wire, Electr~cal (Un~nsulated).

MILITARY

MIL-C-572 - Cords, Yarns and Monofllaments, 13rganlc
Synthetic Fiber

MI~-.I-393~ - Insulating and Jacketing Compounds,

Electrical (For Cable, Cord, and Wire).
MIL-C-1200Cl - Cable, Cord and Wire, Electrlc; Packaging and

Packing For
ST(W)ORDS

FEDERAL

FE2-STll-226’ - Federal Test Method Standard: Cable and Wire,
Insulated: Method of Testing.

MILITQRY

MIL-STD-104 - Limits fnr Electr~cal Insulation Color.
t’lIL-sTD-45662 - Caiibratlon System Requirements

(Unless otherwise indicated, copies of federal and military specifications.,
standards, and handbooks are available from: Standardization Documents Order

Desk, 131dg 4D, 700 Robins Avenue, Philadelphia, PA 19111-5094, )

‘-7
. ..2 llrdw af precedence, ]n the event o+ a con$lict between the text of this

document and the references cited herein, the text o+ this document takes
precedence. Nothing in this document, however, supersedes applicable laws and
regulations unless a specific exempt]on has been obtained.

3. REL!UIRE!IENTS

3,1 General. The cord types and related dimensions shall be as specaf]ed in
Table I.

3.2 Construction. Each conductor shall be a stranded, tinned-coated copper
wire (size as specified in table 1), covered with a separator ●nd insulated

with styrene butadiene rubber (SBR). The separator may be omitted if a
free-stripping insulating compound is used.) The insulated conductors shall

be wound around a staycord or staycords in a left hand direction, using
fillers where necessary ta form a compact. round core. The length of lay of
the lnsuldted conductors shall be as specl+led in table 1. A closely woven

Lirtdw S’t+ll k.~ dppllcjd CI;L2’ !he cak]!e@ c:!rlductors, and an S?Jli or

poIych]oroprene jacket, as applicable, applled over the binder. The cord ends
shall be sealed.
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Table 1. Cord types and dimensions.

I I I I
I Type Deslgnat.lon I Conductor I I
h— T +~~~

I !3HR lPolychloroprenel Size I Numberl Length ] Outside I
I Jacket I Jacket Iofluf I of Lay lDia. of Cord I

1 I [(RWG) I I(max. in. )1(+0.010 in.) I

ICOSL-2(23)1 COPL-2(23) [2312 I 0.200 I 0.225 I
I I I I I I I
~CDSL-2(22)1 COPL-2(22) j 2j .250 [ I
ICOSL-3(22)1 COPL-3[22) 122 ; 3 [ .375 I ,200 I
JCCISL-”fl 122) [ CDPL-4( 221 I i 4{ ,~$~) i

i I I I I I I
ICOSL-2(20) I COPL-2(20) ~ 121 .250 1 I
ICDSL-3(20) I COPL-3(20) I 20 ( 3 I .375 [ . 2B0 !
lCOSL-4(20)1 COPL-4(20) I 141 .5(X) I I

I I I / I 1 I
lCOSL-2(18) I COFL-2(IB) I lB ~ 2 I .375 I .290 I
;CC!SL.-2(1B) I COF’L.-3(1RJ I 131 .500 [ I
L I ,

3.3 Materials. The materials used in the fabrication of cords shall be as
hereinafter specified.

3.3.1 Conductors. Conductors shall be stranded, soft or drawn-and-annealed

tin-coated copper wire conforming to (X!-W-343, Type B; Class M for sizes 19,
20 and 22 WE, and Class O for size 23 RWG. The cnnductnr %Ize for each tvp~

cord shall be as speclfled in table I.

3.3.2 Yarn.

3.X.2.1 Separators and binders. All yarn employed as separators and binders

shall be synthetic fiber conforming to MIL-C-572, type P or CT(2, or polyester

yarn. The yarn used shall be clean, dry, and substantially free from all

foreign particles, knots, lumps, or any substance that anght Impair the

insulation of the wire.

3.3.2.2 Fil Iers. Filler materials shail be a ply yarn conforming to
NIL-C-572, type P or CTA; or poAy@ster fiber, polypropylene yarn or

polypropylene filament. Fillers shall be used in the interstices between the

conductors to form an essentially round core prior to jacketing.

3.3.2.3 Staycords. The staycords shall consist of t~o or more concentric

h~:;d’; [,1 sy-thet.lr f:klm yarn cnnfnrmlnq to WIL,--C-572, type P w FVW, or
poiyester yarn. The staycords shall be approximately i/l& inch In diameter,

shall he non-fraying, and shall not abrade or otherwise damage the insulation
when the cord 1s bent or pulled. The staycords shall be at or near the center

of the core, and shall not be twisted together with the insulated conductors
during the cabling operation.

3
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5.?.2. 5.1 Staycord breakina strerrath. The staycord for the completed cord
shaAl have a mlnlmum breaking strength of 40 pounds when tested as speclfled
in 4.5.2.

;.3.3 insulation. A styrene butadlene rubber insulating compound conforming
to fllL-I-3930, type IS-L, shall be applled concentrically over the conductor
or separator, when present, to a nominal thickness of 0.015 inch, with a
minimum thickness of 0.012 inch at any point along the insulated conductor

prior to cabling. The insulation shall be well-centered; the minimum
thickness of the insulation, measured at any cross-section along the length of
the insulated conductor, shall be not less than 7CI percent of the maximum

thickness at that cross-section. The insulation shall be capable of being
readily stripped from the conductor by standard methods, leaving the conductor

rlea.r +e- sn15erlng. InEula?ed cond:ctcrc. rhal 1 be ‘~adi 1 y sepa-able f-am
each other.

Z.Z.4 Color codlrrq. The conductors within the cord shall be clearly
dlstingu]shable by the color of the insulation. The colorlng shall be sol]d,
and may either extend through the thickness of the insulation or consist of a
thin layer of colored compound applied over the insulation. In the latter
case, the colored layer shall adhere firmly to the insulation wall. The
color l]mit~ shall conform to MIL-STD-104, class 2. The color cod]ng of the
... ,,,,, ,. . .. .. .. .. .. . .. . .. . l“I’:.l:. l?.-.k :!” S’IILIL: L’c! 1“ ii:-:r’dir’1::[. b{lt:” :<i~i~’ l:.

TABLE 11. Color coding of CDndLICtOr insulation.

I r 1

I No. of Conductors I Calor Coding I
I 1 i
I 2 I Black and White I
I ~, I Black, White, and Red I
I 4 I Black, White, Red, and Green 1

I t I
L I

3.3.5 Jacket. G black colored jacket shall be applied over the core o+

insulated conductors to a minimum thickness of 0.025 inch. The jacket shall
conform to MIL-I-3930, type JS-L for styrene butadiene rubber, or type JN-L

polychloroprene rubber, as applicable (see TRBLE I). The jacket shall be
well-centered aver the Insulated conductors , and the uunlmun th~ckness of the
jacket, measured at any cross-section along the length of the completed cord,

shall be not less than 70 percent of the maximum thickne~s at the
cross-section.

3.3.6 h-side diameter. The outside diameter of the completed cord shall be
within the dimenslcms sp~cified in TABLE 1,

4
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C,4 Electrical rerauirements.

3.4,1 Dielectric withstanding Voltage. The insulated conductors shall
withstand for one minute an applied voltage of 75(1 volts {rms) when tested as
specified in 4.5.3.1, and shall show no evidence of br~akdown.

3.4,2 Insulation resistance. Immediately after the insulated conductors have
withstood the dielectric withstanding voltage test, the insulation resistance
shall be measured as specified in 4.5.3.2. The insulation resistance shall be
not less than !500 megohms-100Cj feet at 15.6° C minimum.

3.4.3 Conductor Resistance. Each conductor in the finished cord shall be
continuous and shall have a direct-current (de) resistance as indicated in
TABLE 111, when measured at a temperature of, or corrected to 20= C. If the
res~startce value is lower or equal to that specified when the measurement 1s

at a temperature greater than 20° C, no correction factor need be ●mployed.
(see 4.5”.3.3). -

TC@LE III. Conductor resistance.

r T 1

I Conductor Size I DC Resistance I
I (RWG) I (ohms, max./1,000 ft.) I
t ,

1 i

I 23 I 23. so I
I 22 I 19.2C~ I
I 20 I 11.57

I lB I 7.52 /
L ,

3.5 F~sicaI p~operties.——.

3.5.1 Cold Bend. Neither the jacket nor the insulation shall show evidence

0+ cracks, flaws, or other damage when tested in accordance with 4.5.4.1 at a

temperature of -55° ~2Q’ C.

~,,~,~ Flexing endurance. When tested as specified In 4.5.4.2, the completed

cord shall withstand the number of bending and twisting cycles as specified

be] OW:

1,000 bending and twisting cycles at 7!5° C.

500 bending and twi~ting CYCIQS at -3@ C.

3.6 Lengths. Unless otherwise specified (see 6.2(d)), the c~leted cord

shall be furnished wound on spools or reels in continuous lengths of not less
than 250 feet.

.-. .;.,.,. Sea} Ing D+ rnrd ends. T~ prpvent mo]~ture from ~ntwr~ng the rmmplet~cl

cord, both ends of each shipping length of all cords shall be dipped in a

sealer which shall completely seal the ends. No treatment is required over

that part of the cord covered by the jacket.
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3.fj Workmanship. Cords shall be constructed and finished In a thoroughly
workmanlike manner in accordance with accepted high grade production

techniques. The cords shall be a uniform and consistent product and shall be
free from any defects which will adversely affect the serviceability of the

product, such as lumps, kink%, splits, abrasions, scrapes, corroded surfaces,
skin impurities and faulty extruded surfaces.

4. G!UALITY ASSURANCE PROVISIONS

4.1 Responsibility for inspection. Unless otherwise specified in the
contract or purchase order, the contractor is responsible for the performance
of ●ll inspection requirement= (examinations and tests) as specified herein.

Except as otherwise specified in the contract or purchase order, the
contractor may use his own or any other facilities suitable for the

performance of the inspection requirements specified herein, unless
disapproved by the Government. The Government reserves the right to perform
any of the inspections set forth in this specification where such inspections
are deemed necessary to ensure supplies and services conform to prescribed
requirements.

4.1.j Responsibility for compliance. Rll items shall meet all requirements

of sections 3 and 5. The inspection set forth in this specification shall
become a part of the contractor’s overali inspection system or qualzty

program. The absence of any inspection requirements in the specification

shall not relieve the contractor nf the responsibility of ensuring that all
products or supplies submitted to the Government for acceptance comply with
all requirements of the contract. Sampling inspection, as part of
manufacturing operations, is an acceptable practice to ascertain conformance

to requirements, however, this does not authorize submission of known

defective material, either indicated or actual, nor does it commit the
Government to accept defective material.

4,1.2 Inspection equipment and facilities. Inspection equipment and

facilities shall be established and maintained in accordance with
MIL-STD-45662.

4.2 Classification of inspections. The inspection requirements and tests of
cords specified herein are classified ●s follows!

(a) flaterials inspection. (See 4.3.)

(b) Quality conformance inspection. (see 4.4.)

10 Inspection of product for delivery. (see 4,4.1)

4.3 Materia15 inspection. Materials inspection shall consist of
certification supported by verifying data that the materials listed in TABLE

IV, used in fabricating the designated cord type (see 3.1) are in accordance
with the applicable referenced specification or requirements prior to such

fabrication.

&
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TABLE IV. Material inspection.

r 1 I #
I I Requirement [ Applicable I
I Material I Paragraph I Specification I

I Conductors I 3.3.1 I QQ-W”343 I
I Separators and binders I 3.3.2.1 1 MIL-C-572 I
I Fillers I 3.3.2.2 I MIL-C-572 I
[ Staycords I 3.3.2.3 HIL-C-572 I
[ Insulation I 3.3.3 ! MIL-I-3930 I
I Jacket I 3.3.5 I MIL-I-3930 I
I I I I

4.4 Quality Conformance inspection.

4.4.1 Inspection of product for delivery. Inspection of product for dell very

shall consist of groups A, B, and C inspection.

4.4.1.1 Inspection lot. (% inspection lot shall consist of all cords of the

same type (see 3.1) produced under essentially the same conditions and
submitted for inspection at the one time.

4.4.1.2 Unit of product. Unless otherwise specified in the contract or
order, the unit of product for purposes fo sampling shall be each continuous
length of cord contained on a reel or spool.

4.4.1.3

units of
lot.

4.4.1.4

Sample. The sample shall consist of that number of randomly selected

product required by the applicable sampling plan for the presented

Selection of sample units. Sample units for inspection shall be

taken from each unit of product which forms part of
is defined as a ]engtfl 0+ cord drawn from a unit of

4.4.1.5 Test specimen. 9 test specimen may be the

of cord) or any portion of the sample unit which is

the sample. 6 sample unit
product.

entire sample unit (length

to be tested.

4.4.2 Group A Inspection. Group A inspection shall include the examinations

and tests of TABLE V! sub-groups I and 11. Each lot shall be subjected to

sampling inspection in accordance with
TAEILE Va. If ●ny defects in a lot are found, the entire lot shall be

rejected.

4.4.2.1 Sub-qroup I. Sub-group 1 tests may be performed in any order.

4.4.2.2 Sub-group 11. For sub-grmp 11, every length of cord shall be

subjected to the tests. sLlb-grOUp II tests shall be performed In the order

shown in TAEILE V.
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TABLE Group A inspection.

I I Requirement I Test Method
Examination or Test I

I
1 Paragraph I Paragraph I
t *

1 t {

I Sub-group I I 1 I
I Visual and dimensional [ I I
I I I I
I Construction 1 Z*2 I 4.!5.1 I
I Conductors I 3.s. i I 4.5.1 I

I Separators and binders I 3.3.2.1 I 4.5.1 I
I Fillers I 3.3.2.2 I 4.5.1

I Staycords 1 3.3.2.3 I 45.1 I
I Insulation I 2.3.3 I 4.5.1 I

i Da!=? coding I 3.3.4 I 4.s. 1 I
i Jacket I 3.3.5 I 4.5.1 I

I Outside diameter I 3.3.6 I 4.5.1 I
1 Lengths I 3.6 I 4.5.1 I
I Sealing of cord ends I 7.. 7 4.5.1 I
I Workmanship I 3.6 / 4.s.1 I

t
t I I i

i Sub-group II I i I
; Electrical ! I I

1 I I I
I Dielectric withstanding I I I
1 voltage I 3.4.1 I 4.5.3.1 I
I Insulation resistance I 3.4.2 I 4.s.3.2 I
I Conductor resistance I 3.4.3 I 4.5.3.3 I
I I I I
I s 1 1

TABLE Va. Sampling plan qroup Q inspections.

I i 1

I Lot size I Sample size I
t [ 4

I 2toe I * I

I 9 to 15 I 13 I

I 16 to 25 I 13 I

I 2& to so I 13 I

I 51 to 90 I 13 I
I 91 to 1s0 I 13 I

I 151 to 280 I 20 I

I 281 to 500 I 29 I
I 5C11 to 12C)0 I 34 I
1 120i to 3200 I 42 1
I 3201 to 10,000 I 50 I

I 10,001 to 35,00CI I 60 I

I 35,001 to 150,CKKJ I 74 I

H
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T(WLE Va. SamDling plan group A inspections - Continued.

[ Lot size I Sample s]ze I
t +~
I 150,001 to Sw,wo ! 9ij !
I 300,000 and over I i 02 1
L , J

NOTES:
1. * Indicates entire lot must be inspected.

2. Acceptance number in all cases is zero.

4.4.2.3 Relected lots. If an inspection lot IS reJected, the suppller may
withdraw the lot from further Inspection. The contractor may also rework a
rejected lot to correct the defects or screen out the defective units and

reinspect the lot using tightened inspection. Rejected lots shall be kept
separate from new lots and shall not lose thezr identity.

4.4,3 Group B inspection. This inspection, including sampling, shall conform
to TABLE VI us.:ng special Inspection levels, GrQ’Jp E Inspection shall be
perfrrmed on Inspection lots that have passed group A inspection and on
spec]mens selected from units of prOdLICt that have been subjected to and met

the group A inspection. Sampling inspection shall be in accordance uith TABLE
via. If EIny defects in a lot are found, the entire lot shall be rejected.

TABLE VI. Group E Inspection.

i I Requirement I Test Hethod I
I Examination or Test I Paragraph I Paragraph 1
t

,
1 8 {

I Staycord breakang I I !
I strength I 3.3.2.3.1 I 4.5.2 I
I I I I

TABLE Via. Sampling plan ~roup B inspections.

i Lot size I Sample size I

i
I
I

I
I

I

I
I
I
I
(

2toe
9 to 15
16 to 25

26 to 50
51 to 90
91 to 150
151 to 280

2aJ to 500
501 to 1200
1201 to 3200

3201 and over

I
I
I

I
I

I
I

I
I
I

I

2
2
3

5
5

6
7

9

11
13

15

i
I
I

I
I
I
I
I
I
I

I

9
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1

4,4.3.1 Disposition of samples. Samples subjected to group B tests shall not
be delivered on contract or order.

4.4.4 Group C ins~ection. This inspection shall consist of the tests
specified in TABLE VII and shall be performed periodically as indicated in
4.4.4.1. Samples shall be selected from lots that have passed group R and B
inspection.

4.4.4.1 Samplina for Inspection. One sample shall be selected per each 5,(100
feet of cord or fraction thereof, not to exceed a total of five samples per
order. Samples shall be selected periodically through the life of the
contract to assure representative results.

TABLE VII. Group C Inspection.

I I 1 I
I I Requirement I Test Method I
I Examination or Test I Paragraph I Paragraph I

I Cold bend i 3.5.1 i 4.5.4.1 i
I Flexing endurance I 3.5.2 I 4.5.4.2 I
I I I 1

4.4.4.2 Noncompliance. No failures shall be allowed in group C inspection.
If a sample unit fails to pass group C inspection, the contractor shall take
corrective action on the material or process or both, as warranted, and on all
units of product which can be corrected and which were manufactured under
essentially the same conditions, with essentially the same materials,
processes, etc., and which are considered subject to the same failure.

Acceptance of the product shall be discontinued until corrective action,
acceptable to the Government, has been taken. After the corrective action has

been taken, Group C inspection shall be repeated on additional sample units
(all inspections or the inspection that the original sample failed, at the

option of the Government). Groups A and B inspection may be reinstituted,

however, final acceptance shall be withheld until the group C reinspection has

shown that the corrective action was successful. In the event c){ failure
after reinspection, information concerning the failure and the corrective
action taken shall be furnished to the cognizant inspection activity ●nd the

qualifying activity.

4,!5 Test methods.

4.7.1 Visual and dimensional inspection. The finished cords shall be given a
visual and dimensional inspection for conformance with the applicable

requ~rements of S,2 to 3.3 inclusive, S.6, 3.7, and 3.B.

4.5.2 Staycord breaking stren~th. One specimen of the staycord shall be

selected from each sample unit of the finished cord for testing on a tensile
strength machine of the type speclfled in FED-STD-2289 Method 3021. The
breaking load of the specimen shall meet the requirements of 3.3.2.3.1.
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4.5.3 Electrical tests.
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4. 3,3.1 Dielectric withstanding voltage (5ee 3.4. 1). The f~ni shed cord shall

be tested as speclfled in FED-STD-228, Method 6111, except for the following:

(a) The test shall be performed on flnlshed cord only.

(b) The immersion period shall be not less than 9 hcwrs.
(c) One terminal shall be each conductor in turn, and the

other terminal shall be all the remaining conductors

tied together in electrical contact with the water.

4.5.:.2 Insulation resistance (see 3.4.2). The insulatlc)n resistance of the
flni5hed cord shall be determined as specified In FED-STD-228, Method 6(I3I

exre~t for the following:

(a)

(b)
(c)

l,d)

(e)

The test shall be performed on finished cord only.
The immers]on period shall be not less than 9 hours.

The test voltage shaIl be not less than 10CJ volts nor
more than WI volts dc.
lne polarlty of the conductor shall be maintained
negative with respect to the water. One terminal
shal) be each conductor In turn, and the other
terminal shall be all the remaininq ccmductors tied

together in electrical contact with one another ●nd
the water.
If the measurement is made at a temperature lower than

15.6° C, the supplier shall correct-the measured value

of insulation resistance to the resistance at 15.4- C.

4.5..S..2! conductor resistance. The direct current (de) resistance! of each
conductor in a finished cord shall be determined in accordance with
FED-STD-”~-B, Method 6021, and shall meet the requirements of 3.4.3.

4.5.4 Fhy51cal tests.

4.5.4.1 Cold bend (see 3.5.1).

4.5.4. 1.1 Specimens. One specimen shall be cut from each sample unit. Each

specimen so cut shall be div]ded anto two parts, one for checking the cord as
a whole, and the other for checking the insulation apart from the cord,

4,5.4. 1.2 Procedure. The specimens selected for checking cord ●s ● whole

shall be attached to a mandrel of the proper size as specified in 4.5.4.1.3.
The specimens selected for checking the insulation apart from the curd shall
have the jacket removed, and each insulated conductor therefrom shall be

attached to a mandrel of the proper size as specified in 4.5.4.1.4.

11
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The specimens shall be suspended vertically, with their lower ends weighted
sufficiently to keep the specimens taut and to permit bending them without
handling. The mandrels and specimens shall be placed for at least 20 hours in

a cold chamber at a temperature of
temperature,

-55° ~2= C and, while at this
the speclmen~ bent for five clcse turns around the mandrels a?.

the rate of 15 *3 turns per minute. After the test has been completed, the
jacket and insulation of each specimen shall be examined through a magnifying

glass of at least 3-diameter magnification , and shall comply with the
requirements 0+ 3.5. 1.

4.5.4, 1.3 Mandrels for cord. The mandrel for testing the cord as a whole
shall be selected from the followlng list of standard-size mandrels:

Mandrel c!:ameters !inche~~

(1. ($@
0. B4
1.05

1.31
lobb
1. 9tj

4.5.4. 1.4 Mandrels for conductors. Unless otherwise specified, the mandrel
for testing the insulation apart from the cord shall be selected according to
the size of the conductor, as follows:

COndUCtDr Size (AWE) Plandrej Ij]ameter [inches)

23 (J, 062
~~ (]. C162

2 (J Lj.062

18 0.094

4.5.4.2 Flexing endurance (see 3.!5.2).

4.5.4.2.1 Spec~mens.
bending, the length of
length of the specimen
diameter, and 10 times
3/8 inch in diameter.

4.5.4.2.7! 4Jparatus.

One spec~men shail be cut from each sample unzt. For

the specimen shall be 30 inches. For twisting, the

shall be 24 inches for cords S/8 inch or less in
the cord diameter plus 18 inches for cords larger than

The bending and twisting apparatus may be built inter a

portable, compact assembly, powered by a single drive, and equipped with means

‘or cclurlt I rq t~P rv(lmt:~tiv ::,1 C:71].EI’> lrU\)rQS%t?lj UP(3PI 4 %flf?::lrll?rl, /1 9.Ji.~~kl] f?

electric circuit should be provided to stop the apparatus in the event the
series w]re circuit of a specimen is broken.
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4.5.4.2.3 Procedure.

4.5.4.2.3.1 Conditioning. Before testing, specimens shall be exposed to the
specl+led temperature (see 3.5,2) until thermal equillbr]um IS reached.
Specimens shall be tested in a controlled-temperature room held at the

temperature specified. All conductors in each specimen shall be connected
into a single-series circuit for the purpose of detecting breakage of the
conductors.

4.5.4.2.3.2 Bending. A specimen shall be loosely inserted between a pair o+

rollers and subjected to a 90-degree bend in each direction at the rate of 12
to 14 complete lSO-degree cycles per minute. The bends shall be made
approximately midway along the length D+ the specimen, and the partion CA the

specimen not coming in contact with the rollers shall be loosely restricted to
prevent appreciable bending at other points. The upper portion of the

specimen shall be anchored to the bending apparatus. A weight which stresses

the specimen in tension to approximately 4C} pounds per square inch of cross
section shall be attached to the lower free end. The gr~ps cr clamps shall be
designed to apply uniform radial pressure to the core of th~ specimen. The

diameter of the rollers shall be approximately, but not les~ than, two and
one-half times the maximum over-all diameter specifaed (see 3.1) for the type
‘i’ Lui: ~:~~ sL~e iiriti n~mljer ul cti:’,duclwii UI-iJWyIJLI,g Lest..-

4.5.4.2.3.S Twistina. Specimens shall be clamped in cable grips and
subjected to a 100-degree t~ist in each direction (360-degree total twist) at

the rate of 12 to 14 complete cycles per minute. The distance between grips

shall be 6 inches plus lC~ times the maximum over-all diameter specified for
the type of cord and size and number of conductors undergoing test. The upper
grip shall be oscillated by the twisting apparatus. The lower grip shall be

free to move vertically but shall be restrained from oscillation, and shall
have a weight attached which stresses the specimen in tension to approximately
40 pounds per square inch of cross section.

4.5.4.2.3.4 Examination. During the tests, frequent visual inspection of the

jacket shall be made for the purpose of detecting rupture. Upon completion of

a test, the specimen shall be removed from the apparatus and checked for open

or short circuits between conductors. The specimen shall than be opened, its

internal condition examined, and record made of any evidence of damage caused

by the tests. If, In the twisting test, failure occurs within
2 Inches of either grip, the results shall be disregarded and the test shali

be repeated.

5. PACKAGING

5. 1 Cacl:aq]ng .~.egV.iremen&F~ The pacl:aqing requirements for the des]red. ....
level(s) of protection shall be as specified ]rt MIL-C-12000 (see 6.2(+)).
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L). NCTES

(ThIs section contains information of a general or explanatory nature that may
be helpful, bllt 1S not mandator y.)

This specification is certified to be in compliance with current Rrmy Material
Command (/lMC) pollcy for the elimination of AL!Ls/LTF’Ds (Acceptable 12uallty
Levels/Lot Tolerance Percent Defective) from military specifications.

6.1 Intended use. The cords covered by this specification are intended for

use as patchcords for telephone switchboards and for use with microphones,
headsets, handsets, etc., where extreme flexibility is required.

6.2 Qcms.ls]tlan requirements. Acquisition docum@nts must specify the------ .,, .--,. —
following:

(a) Title, number, and date of this specification and any amendment
thereto.

(b) Issue of DODISS to be cited in the solicitation, and if required,
the specific issue of individual documents referenced (see 2,1.1 and 2.2).

(c) Type designation of cord requ~red. (See 3.1.)

(d) Length of finished cords to be delivered. (See 3.6.)

(e) &Jhether lot (1 or EI testing is required (See 4.4.1.)

(f) Levels of preservation and packing (See S.1)

6.3 Indirect shipments. The preservation, packaging, packing and marking

spec~fied in sectinn 5 apply only to direct, purchases by or direct shipments
to the Government, and are not intended to apply to contracts or OrdeTS

between the supplier and prime contractor.

6.4 Subject term (keyword) listing.

Electrical Conductor
Fi 11ers
Insulation .

Jacket

6.5 Changes from previous issue. Marginal notations are not used in this
revision to identify changes with respect to the previous issue due to the

extensiveness of the changes.
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